1.0 GENERAL

1.1 Related SFU Technical Requirements

1.1.1 Division 09 Finishes

2.0 MATERIALS AND DESIGN REQUIREMENTS

2.1 Generally, access floors are discouraged, but will be reviewed on a project by project basis in coordination with SFU Facilities.

2.2 Consider access flooring for ease of renovations, particularly where ease of access and changes to services is required, and for re-use.

2.3 Include also the engineering and anchoring of all posts.

***END OF SECTION***