1.1 **GENERAL**

1.2 Related Technical Requirements

.1 *Section 33 00 10 Underground Utilities Services*

1.3 CCTV Pipeline Inspection – Specifications

.1 All projects must provide CCTV Pipeline inspections for all storm and sanitary services.

.2 Work shall conform to all applicable regulations of WorkSafeBC. The contractor shall confirm training compliance in confined space entry, ventilation, atmospheric monitoring and personal protective equipment.

.3 Inspections should be of high quality color imagery, providing view of all laterals and deficiencies.

.4 Camera shall be equipment with an inclinometer to record the slope of the inspected pipe.

.5 Sample inspection videos are to be submitted for review by SFU Facilities before proceeding with complete inspection.

.6 Upon completion of underground piping camera inspections, videos/pictures must be turned over to SFU Facilities.

***END OF SECTION***