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Equipment Labelling Standards 

 
 
 
SFU typically uses a 7 or 8 character alpha-numeric serial number for equipment 
identification. 
 
 
The first set of two or three characters designates the building or area code. 
 
The 2nd set of two characters designates the equipment/data type code. 
 
The 3rd set of three characters is the unit number for that individual piece of 
equipment.  
 
 
Format: xxx-yy-zzz   

xxx = building/area code 

yy = equipment code 

zzz = unit number.  
 
 
Example: 41-01-002 
 
 
41 = South Sciences Building  
01 = Fans 
002 = unit number 002 (Note: for Electrical panels, the first digit number is 
the floor identification number, for mechanical equipment, there is no floor 
identification number) 
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Building/Area Codes  
(Check with SFU Records for Latest Information) 

 
Area  Building Name (Building Code)  
code  
01  Campus (Site Services)  
02  Academic Quadrangle (AQ)  
03  Convocation Mall (CML)  
04  W.A.C. Bennett Library (LIB)  
05  Spare (Shrum Science Complex)  
06  Leslie & Gordon Diamond Family Auditorium (DFA)  
07  Lorne Davies Complex (LDC)  
08  East Concourse Cafeteria (ECC)  
09  Robert C. Brown Hall (RCB)  
10  Spare  
11  Strand Hall (SH)  
12  Spare (Strand Hall Annex)  
13  Facilities Services (FM)  
14  Spare Fuel Oil Storage  
15  Transportation Centre (TC)  
16  Spare  
17  Blusson Hall (BLU)  
18  Visitor’s Parkade West Mall (VP)  
19  Service Station (GAS)  
20  Water Tower (WT)  
21  Water Tower Building (WTB)  
22  Saywell Hall (SWH)  
23  Greenhouses (GH)  
24  Bee Research Building (BEE)  
25  High Voltage Sub Station 69kV (HVS)  
26  Shrum Science Building B (SCB)  
27  Shrum Science Building C (SCC)  
28  Shrum Science Building K (SCK)  
29  Shrum Science Building P (SCP)  
30  Transit Loop Building (TLB)  
31  Pump House (FPS)  
32  Maggie Benston Centre (MBC)  
33  Childcare Centre (CCC)  
34  Animal Care Facility (ACF)  
35  Alcan Aquatic Research Centre (AAB)  
36  Education Building (EDB)  
37  Diamond Alumni Centre (DAC)  
38  Applied Science Building (ASB)  
39  Halpern Centre (HAL)  
40  West Mall Centre (WMC)  
41  South Sciences Building (SSB)  
42  Spare (Shrum Classroom Building)  
43  East Theatre Annex (ETA)  
44  Spare (East Academic Annex)  
45  Science Research Annex (SRA)  
46  Technology & Science Complex 1 (TASC1)  
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47  Technology & Science Complex 2 (TASC2)  
48  Spare (Technology & Science Complex 3)  
49  Biology Trailer (T3)  
50  Harbour Centre (HCC)  
51  Spare (Kelowna Trailers)  
52  Segal Grad School of Bus (SEGAL)  
53  611 Alexander (ALX)  
54  Morris J. Wosk Centre for Dialogue (CFD)  
55  Spare  
56  Goldcorp Centre for Arts (GCA)  
57  Charles Chang Innovation Centre  
58  Harbour Centre Tower (HCT)  
59  Spare  
60  Spare (Surrey Sire Services)  
61  Surrey Centre (SRYC)  
62  Spare  
63  Surrey Centre Library (SRYL)  
64  Spare (Surrey City Parkway)  
65  Spare (Surrey Whalley Ring Road)  
66  Spare  
67  Spare  
68  Spare  
69  Spare  
70  Spare  
71  South East Classroom Block (SECB)  
72  Winter Operations Building (WOB)  
73  Emergency Supplies Trailer (EST)  
74  Beedie Field Concession (BFC)  
75  Spare  
76  Burnaby Mountain District Energy Utility (BMDEU)  
77  Trottier Observatory (TO)  
78 LDC Stadium (STDM)  
79  Spare  
80  Spare  
81  Cowichan Townhouse (COW)  
82  Chilcotin Townhouse (CHI)  
83  Kelowna Townhouse (KEL)  
84  Kimberley Townhouse (KIM)  
85  Kitimat Townhouse (KIT)  
86  Penticton Townhouse (PEN)  
87  Qualicum Townhouse (QUA)  
88  Quensel Townhouse (QUE)  
89  Squamish Townhouse (SQU)  
90  Spare (President's Residence)  
91  Spare (Madge Hogarth House)  
92  Shell House Residence (SHR)  
93  Spare (Louis Riel House)  
94  McTaggart-Cowan Hall (MCH)  
95  Hamilton Hall (HAM)  
96  Residence Dining Commons/Hall (DC)  
97  Shadbolt House (Residence Bldg. B) (SBH)  
98  Barbara Rea House (Residence Bldg. C) (BRH)  
99  Pauline Jewett House (Residence Bldg. D) (PJH)  
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100  Student Union Building (SUB)  
101  First Peoples Gathering House (FPGH)  
103  Gibson Art Museum (GAM)  
105 Hydrogen Hub 
133 Child Care Expansion 
181  Residence Phase 1 East Tower (EAS)  
182  Residence Phase 1 West Tower (WES)  
183  Residence Phase 2 Courtyard Building (CYR)  
184  Residence Phase 3  
185  Residence Phase 4  
200  Spare (Discovery Park)  
201  Discovery 2 (DIS2)  
202  Discovery 1 (DIS1)  
301  Spare (Kamloops Trailers)  
400  Spare (UniverCity)  
401  Cornerstone Building (CSTN)  
402  Spare (Naheeno)  
412  Spare (Town and Gown Square)  
421  Residence Lot/Parcel 21 West (L21W)  
422  Univercity Childcare Centre (UCC)  
451  Residence Lot/Parcel 21 East (L21E)  
604  Surrey Plaza (SRYP)  
605  Sustainable Energy and Engineering Building (SRYE)  
607  Surrey Ebrain Lab (SMH)  
609  Surrey Centre 2 (SRYC2)  
PF001  Playfield #1 (Terry Fox Field))  
PF002  Playing Field #2 (PF2)  
PF003  Beedie Softball Field #3 (PF3)  
PF004  Playfield #4 (PF4)  
PL001  A Parking Lot (PLA)  
PL002  B Parking Lot (PLB)  
PL003  C Parking Lot (PLC)  
PL004  Parking Lot D (PLD)  
PL005  E Parking Lot (PLE)  
PL006  F Parking Lot (PLF)  
PL007  G Parking Lot (PLG)  
PL008  South/P3 Parking Lot (Discovery) (PLP3)  
PL009  Parking Lot 1 (PL1)  
PL010  Convocation Mall Parkade (PLCM)  
PL011  Lorne Davies Complex Parkade (PLLDC)  
PL012  Visitor North Parking Lot (PLVN)  
PL013  Daycare Parking Lot (PLCCC)  
PL015  Residence Townhouses Parking Lot (PLTH)  
PL016  Residence Parking Lots (PLR)  
PL017  Discovery Parking Lot (PLDIS) 
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Equipment Codes 
 
01 FANS  
02 PUMPS  
03 COMPRESSORS  
04 FURNACES  
05 DOMESTIC HOTWATER TANKS/EXPANSION TANKS  
06 BOILERS  
07 FILTERS AND AIR WASHERS  
08 AIR CONDITIONING/REFRIGERATION EQUIPMENT/AIR HANDLING UNIT/ROOF 
TOP UNIT/HEAT PUMP UNIT/AIR DRYER/FAN COIL UNIT  
09 ELECTRICAL MANHOLES & PULL BOXES  
10 EMERGENCY GENERATORS  
11 FORCED FLOW AND UNIT HEATERS (MECHANICAL) 
12 ELEVATORS  
13 TRANSFORMERS  
14 15KV UNIT SUBSTATIONS & ASSOCIATED TOOLS AND CABINETS  
15 15KV JUNCTION BOXES  
16 MOTOR CONTROL CENTRES  
17 120/208 VOLT CIRCUIT BREAKER PANELS  
18 277/480 or 600/347 VOLT CIRCUIT BREAKER PANELS  
19 SHIELDED DATA LINE JUNCTION BOXES  
20 CODED RELAYS AND 2801'S  
21 RELAY PANELS  
22 CLOCKS  
23 MONITORING DEVICES AND GAUGES  
24 MECHANICAL METERS  
25 LIGHTS EMERGENCY BATTERY POWERED (SELF CONTAINED)  
26 FIRE EQUIPMENT MISC.  
27 EMERGENCY POWER EQUIPMENT MISC. (AUTO TRANSFER SWITCHES) 
28 BATTERIES  
29 THERMOSTATS & MISC. CONTROLS  
30 PLUMBING AND FIXTURES  
31 PIPING  
32 VALVES  
33 ENERGY MANAGEMENT INTERFACE PANELS  
34 LOW VOLTAGE CONTROL CABLES  
35 LOW VOLTAGE JUNCTION BOXES  
36 SHIELDED DATA LINE CABLES  
37 120/208 VOLT DISTRIBUTION PANELS  
38 277/480 or 600/347 VOLT DISTRIBUTION PANELS  
39 120/208 VOLT POWER CONDITIONERS & U.P.S.'S  
40 277/480 VOLT POWER CONDITIONERS & U.P.S.'S  
41 120/208 VOLT EMERGENCY CIRCUIT BREAKER PANELS  
42 277/480 or 600/348 VOLT EMERGENCY CIRCUIT BREAKER PANELS  
43 LIGHTS PARKING LOT  
44 LIGHTS INCANDESCENT 
45 LIGHTS FLUORESCENT  
46 LIGHTS OTHER DISCHARGE TYPES  
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47 LIGHTS EXIT  
48 LIGHTS EMERGENCY ALL EXCEPT (BATTERY PACK UNITS)  
49 LIGHTS INFRARED  
50 MISCELLANEOUS  
51 HAND AND HAIR DRIERS  
52 TIME DEVICES  
53 SWITCHES (HIGH VOLTAGE)  
54 FUSES  
55 CIRCUIT BREAKERS (H.V. ONLY)  
56 CAPACITORS (HIGH & LOW VOLTAGE)  
57 GROUND FAULT INTERRUPTERS  
58 RECEPTACLES  
59 APPLIANCES  
60 KITCHEN EQUIPMENT  
61 INFORMATION CABLES  
62 COMMUNICATION CABLES  
63 FIBRE OPTIC CABLES  
64 15KV CABLES  
65 HEATERS (ELECTRICAL) 
66 MOTORS  
67 ELECTRICAL METERS (kWh)  
68 ROOM SMOKE ALARMS  
69 FIRE ALARM CPU'S (PANELS)  
70 FIRE ALARM DGP'S  
71 FIRE ALARM HEAT DETECTORS  
72 FIRE ALARM SMOKE DETECTORS  
73 FIRE ALARM PULL STATIONS  
74 FIRE ALARM BELLS/STROBES  
75 DELTA 1 K JUNCTION BOXES  
76 DELTA 1 K SHIELDED CABLE  
77 15K CONTROL CABLES  
78 120/208 VOLT EMERGENCY DISTRIBUTION PANELS  
79 277/480 or 600/347 VOLT EMERGENCY DISTRIBUTION PANELS  
80 DEPARTMENTAL EQUIPMENT (VEHICLES)  
81 LOW VOLTAGE BUS DUCTS  
88 ENERGY MANAGEMENT PANELS  
89 EMERGENCY MOTOR CONTROL CENTRES  
90 BLDG. STRUCTURE & TECHNOLOGY  
91 DDC (Direct Digital Control) CABINETS 
92 VAV (Variable Air Volume)  
93 DOORS  
94 LIFE LINE ANCHORS  
95 TANKS  
96 LIFTING DEVICES  
99 PACKAGED CONTROLLER CABINETS 
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SAMPLE OF SFU TRANSFORMER ON AN EMERGENCY CCT 
IDENTIFICATION LABELS 

 
  
                             
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

SAMPLE OF SFU TRANSFORMER 
IDENTIFICATION LABELS 

Transformer 
drawing tag 
Font: Arial 16 

SFU equipment 
number: 
Building Number-
equipment code-
Floor number/unit 
number 
Font: Arial 32 

Electric supply from 
panel drawing tag + 
SFU ID Number 
Font: Arial 16 Electric Feeds to panel drawing 

tag + SFU ID Number 
Font: Arial 16 

Electric Feeds/Supply location: 
Building code - room number. 
Font: Arial 16 

Capacity 
description 
Font: Arial 16 

Floor number 

Unit 
number  

Lamacoid label size: 4” Width, 2” Height 
Black background/white letter/regular 

Transformer 
drawing tag 
Font: Arial 16 

SFU equipment 
number: 
Building Number-
equipment code-
Floor number/unit 
number 
Font: Arial 32 

Electric supply from 
panel drawing tag + 
SFU ID Number 
Font: Arial 16 Electric Feeds to panel drawing 

tag + SFU ID Number 
Font: Arial 16 

Electric Feeds/Supply location: 
Building code - room number. 
Font: Arial 16 

Capacity 
description 
Font: Arial 16 

Floor number 

Unit number  

Lamacoid label size: 4” Width, 2” Height 
Black background/white letter/regular 

Impedance 
Font: Arial 16 

Impedance 
Font: Arial 16 
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SAMPLE OF SFU MAIN DISTRIBUTION 
IDENTIFICATION LABELS 

Floor number 

Unit number  

SFU equipment 
number: 
Building Number-
equipment code-
Floor number/unit 
number 
Font: Arial 40 

Main 
Distribution 
drawing tag 
Font: Arial 40 

Distribution 
rating and 
Voltage  
Font: Arial 28 

Electric Supply 
panel drawing tag + 
SFU ID Number 
Font: Arial 20 

Electric Supply location:  
Building code - room number  
Font: Arial 20 

Lamacoid label size: 5.5” Width, 2.5” Height 
Normal Power: Black background/white letter/regular 
Emergency Power: Red background/white letter/regular 
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SAMPLE OF SFU BREAKER/DISTRIBUTION PANEL   

IDENTIFICATION LABELS 
                                    
 
 
 

                                  
 
 
 
 
 
 

 
SAMPLE OF SFU EMERGENCY DISTRIBUTION PANEL 

IDENTIFICATION LABELS 
 
                                         
 
 
 
 

                             
 
 
 
 
 

SFU Equipment 
Number: 
Building Number-
Equipment Code- 
Floor Number/Unit 
Number 
Font: Arial 32 

Floor Number 

Unit 
Number  

Electric Supply Panel 
Drawing Tag + SFU ID 
Number 
Font: Arial 16 

Voltage  
 Font: Arial 16 Panel Drawing Tag 

Font: Arial 20 

Electric Supply 
Location: 
Building code - Room 
Number. Font: Arial 16 

Lamacoid label size: 3.35” Width, 1.82” Height 
Black background/white letter/regular  

Floor Number 

Unit Number 

SFU Equipment Number: 
Building Number-
Equipment Code- Floor 
Number/Unit Number 
Font: Arial 32 

Electric Supply Panel 
Drawing Tag + SFU 
ID Number 
Font: Arial 16 

Voltage  
 Font: Arial 16 

Panel Drawing Tag 
Font: Arial 20 

Electric Supply Location: 
Building Code - Room 
Number.  
Font: Arial 16 

Lamacoid label size: 3.35” Width, 1.82” Height 
RED background/white letter/regular  
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SAMPLE OF SFU BREAKER LABEL BESIDE BREAKER ON 

DISTRIBUTION PANEL IDENTIFICATION LABELS 
 
                                   
                                    
 

                               
 
 
 
 
 

 
 
 

SAMPLE OF SFU BREAKER LABEL ON EMERGENCY 
DISTRIBUTION PANEL IDENTIFICATION LABELS 

 

 
 
 
 
 
 
 
 

SFU Equipment 
Number: 
Building Number-
Equipment Code- 
Floor Number/Unit 
Number 
Font: Arial 32 

Floor Number 

Unit 
Number  

Lamacoid label size: 2.875”. Width, 1.25” Height 
Black background/white letter/regular  

Panel Drawing Tag  
 Font: Arial 20 Panel Location: 

Building Code - 
Room Number.  
Font: Arial 16 

Lamacoid label size: 2.875”. Width, 1.25” Height 
RED background/white letter/regular  

Voltage  
 Font: Arial 20 
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SAMPLE: Emergency Distribution Panel EM 

 
 
 
 
 
 
 
 

      
 
 
         

                                                                      
    

                             
 

 

                
 
                                                   

 
 
 
 
 
 
 
 

 

Label shall be put 
on the top Centre 
of the Panel  
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SAMPLE OF SFU VARIABLE SPEED DRIVES LABEL           
IDENTIFICATION LABELS 

 
 

 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 

 
 

Description  
Font: Arial 16 

Drawing tag of its 
serving equipment  
Font: Arial 16 

SFU ID of VSD 
serving equipment 
Font: Arial 32 

Electrical Supply 
from Panel Drawing 
Tag + SFU ID 
Number 
Font: Arial 16 

Font: Arial 12 

Electrical Supply 
Location: 
Building Code - Room 
Number. 
Font: Arial 16 

Add “-VSD”  

Lamacoid label size: 3.35” Width, 1.82” Height 
Black background/white letter/regular  
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SAMPLE OF SFU AUTOMATIC TRANSFER SWITCH 

IDENTIFICATION LABELS 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 

SFU equipment 
number: 
Building Number-
equipment code-
Floor number/unit 
number 
Font: Arial 40 

Non-Emergency Switch Lamacoid label size: 3.75” Width, 2.5” Height 
Black background/white letter/regular  

Floor Number 

Unit 
Number  

Automatic Transfer 
Switch Drawing Tag & 
Voltage 
Font: Arial 20 

Electric Supply/Feeds 
Location: 
Building code - Room 
Number.  
Font: Arial 16 

Electric supply/feeds from/to panel 
drawing tag + SFU ID Number 
Font: Arial 16 

Essential Emergency Switch Lamacoid label size: 3.75” Width, 2.5” 
Height 
Red background/white letter/regular  

Non-Essential Emergency Switch Lamacoid label size: 3.75” Width, 
2.5” Height 
Blue background/white letter/regular  
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SAMPLE OF SFU AUTOMATIC TRANSFER SWITCH BREAKER 

IDENTIFICATION LABELS 
                                   
                                    
 
                               
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 

 
 

SFU Equipment 
Number: 
Building Number-
Equipment Code- 
Floor Number/Unit 
Number 
Font: Arial 32 

Floor Number 

Unit 
Number  

Automatic Transfer 
Switch Drawing 
Tag  
Font: Arial 20 

Switch Location: 
Building Code - 
Room Number.  
Font: Arial 16 

Voltage  
Font: Arial 20 

Non-Emergency Switch Lamacoid label size: 
2.875” Width, 1.25” Height 
Black background/white letter/regular  

Essential Emergency Switch Lamacoid label size: 2.875” Width, 
1.25” Height 
Red background/white letter/regular  

Non-Essential Emergency Switch Lamacoid label size: 2.875” 
Width, 1.25” Height 
Blue background/white letter/regular  
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SAMPLE OF SFU MOTOR CONTROL CENTRE LABEL 
IDENTIFICATION LABELS 

 
 
 
 
 

                           
 
 
 
 
 
 
 
 

SAMPLE OF SFU MOTOR STARTER LABEL ON MCC PANEL 
IDENTIFICATION LABELS 

 
 
                                      

                             
 
 
 
 
 
 

Lamacoid label size: 4” Width, 2.5” Height 
Black background/white letter/regular  

Floor 
Number 

Unit 
Number  

Electrical Supply 
From Panel 
Drawing Tag + SFU 
ID Number 
Font: Arial 16  

MCC 
Drawing Tag 
Font: Arial 20 

SFU Equipment 
Number: 
Building Number-
Equipment Code-
Floor Number/Unit 
Number 
Font: Arial 36 

Voltage  
Font: Arial 20 

Electrical Supply 
Location: 
Building Code - Room 
Number.  
Font: Arial 16 

Description  
Font: Arial 20 

Equipment 
Drawing Tag 
Font: Arial 20 

Equipment 
Description with 
serving area 
Font: Arial 12 

Equipment 
Location: 
Building Code - 
Room Number.  
Font: Arial 16 

Unit Number  
No floor number 
reflects for mechanical 
equipment 

SFU Equipment 
Number: 
Building Number-
Equipment Code-
Unit Number 
Font: Arial 32 

Lamacoid label size: 2.875”. Width, 1.25” Height 
Black background/white letter/regular  
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SAMPLE OF SFU EMERGENCY MOTOR CONTROL CENTRE 

IDENTIFICATION LABELS 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 

 
 
SAMPLE OF SFU SPARE BUCKETS ON MCC IDENTIFICATION 

LABELS 

 
 
 

 
 

Floor Number 

Unit 
Number  

SFU Equipment 
Number: 
Building Number-
Equipment Code-
Floor Number/Unit 
Number 
Font: Arial 36 

MCC 
Drawing Tag  
Font: Arial 20 

Description  
Font: Arial 20 

Voltage  
Font: Arial 
20 

Electrical 
Supply 
Location: 
Building code - 
Room Number. 
Font: Arial 16 

Font: Arial 12 

Electrical 
Supply from 
Panel Drawing 
Tag + SFU ID 
Number 
Font: Arial 16 

Lamacoid label size: 4” Width, 2.5” Height 
RED background/white letter/regular  

Lamacoid label size: 2.875” Width, 1.25” Height 
Black background/white letter/regular  

Font: Arial 36 
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SAMPLE OF VSD CONTROL WARNING LABEL ON MCC 

/DISCONNECT SWITCHES 
 

  
                                         
 

 
 

 
 

SAMPLE OF FIRE ALARM WARING LABEL ON MCC 
 

 
 
 
 
 

ELECTRICAL INTERLOCK LABEL ON MCC 
 

 
 

 
 

Lamacoid label size: 4.5” Width, 2.5” Height 
Red background/white letter/regular, for small 
MCC alternate size of label should be 3.35”x1.82” 

Lamacoid label size: 2.875” Width, 1” Height 
Red background/white letter/regular  

Lamacoid label size: 3.0” Width, 0.75” Height 
Black background/white letter/regular  
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SAMPLE OF HIGH VOLTAGE JUNCTION BOX VINYL LABELS 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

Vinyl label size: 33” Width, 18” Height 
Transparent background/black letter/narrow  

SFU Equipment 
Number: 
Building Number-
Equipment Code-
Floor Number/Unit 
Number 
Font: Arial Narrow 
185 (3” tall) 

Type of Feeder: 
Normal/Transfer/ 
etc.  
Font: Arial Narrow 
185 (3” tall) 

Feeder Tag: 
Normal feeder: F 
Transfer feeder: TF   
Then add distribution 
phase A/B/C 
Font: Arial Narrow 
185 (3” tall) 

Junction Box 
Number: 
Starts with J, then 
distribution phase 
A/B/C, then unit 
number in room 
Font: Arial Narrow 
185 (3” tall) 
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SAMPLE OF SFU GENERAL MECHANICAL EQUIPMENT  
IDENTIFICATION LABELS 

 
 
  
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

SAMPLE OF MECHANICAL EQUIPMENT WITH EMERGENCY 
POWER SUPPLY  

 
 
 
 
 
 
 
 
 
 
 
 
 
 
  

                              

SFU equipment 
number: 
Building Number-
equipment code-
unit number 
Font: Arial 32 Equipment 

description 
Font: Arial 16 Equipment 

drawing tag 
Font: Arial 16 

Electrical Supply 
Location: 
Building Code- 
Room Number. 
Font: Arial 16 

Electrical Supply from MCC/Panel Drawing Tag + 
SFU ID Number.  
*If equipment has VSD, VSD listed as Elec Supply 
instead* 
Font: Arial 16 

Font: Arial 12 

Lamacoid label size: 3.35” Width, 1.82” Height 
Black background/white letter/regular  

Unit number  
No floor number 
reflects for mechanical 
equipment 

Lamacoid label size: 3.35” Width, 1.82” Height 
RED background/white letter/regular  

Emergency Power 
Supply from 
MCC/Panel Drawing 
Tag + SFU ID 
Number. 
*If equipment has 
VSD, VSD listed as 
Elec Supply instead* 
Font: Arial 16 
 

Electrical Supply 
Location: 
Building Code - 
Room Number. 
Font: Arial 16 

SFU Equipment Number: 
Building Number-Equipment Code-Unit Number.  
Font: Arial 32 

Font: Arial 12 

Equipment 
description 
Font: Arial 16 



SFU Equipment Labelling Standards & Examples 

21 ..03.26.2026 SFU Lamacoid Standards and Examples                    Last Revised: March 26, 
2026 

 

 
SAMPLE OF SFU FAN COIL UNIT FOR CONDENSING UNIT 

SPLIT SYSTEM IDENTIFICATION LABELS 
 
 
 
 

  
 
 
 
 
 

Lamacoid label size: 3.35” Width, 1.82” Height 
Black background/white letter/regular  

Font: Arial 12 

Add “-FC” to 
its condensing 
unit SFU ID  

SFU Equipment Number: 
Building Number-Equipment Code-Unit Number. Font: Arial 32 

Equipment 
Drawing Tag 
Font:Arial 16 

Electric Supply from 
MCC or Panel Drawing 
Tag + SFU ID Number 
Font: Arial 16 

Electrical 
Supply 
Location: 
Building 
Code - Room 
Number. 
Font: Arial 16 
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SAMPLE OF SFU FUME HOODS/FUME HOODS EXHAUST FAN 

IDENTIFICATION LABELS 
 

 

 
 
 
 
 
 
 
 
 
 
 

SAMPLE OF DISCONNECTED FUMEHOOD WARNING LABEL 
 

 
 
 

 

Lamacoid label size: 3.35” Width, 1.82” Height 
Black background/white letter/regular  

Add “-FH” to 
its fume hood 
exhaust fan 
SFU ID where 
serves the fume 
hood 

SFU Equipment Number: 
Building Number-Equipment Code-Unit Number. Font: Arial 32 

Equipment 
Drawing Tag 
Font: Arial 16 

Exhaust Fan 
Location: 
Building 
Code - Room 
Number. 
Font: Arial 16 

Electrical Supply (Arial 12) 
Panel Drawing Tag + SFU 
ID Number 
CCT’s and panel location for 
FH’s Outlets, Lights, Pressure 
Gauges, Alarms listed on FH 
lamacoid. 
Font: Arial 16 

Lamacoid label size: 8” Width, 3” Height 
Red background/white letter/regular  

Lamacoid label size: 3.35” Width, 2.5” Height 
Black background/white letter/regular  

Equipment 
Description 
Font: Arial 16 

Electrical Supply 
Location: 
Building Code- 
Room Number. 
Font: Arial 16 
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SAMPLE OF EMERGENCY GENERATOR LABEL 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 

Lamacoid label size: 5.5” Width, 4.25” Height 
Red background/white letter/regular  

Building Name 
Generator is 
serving 
Font: Arial 32 

SFU Equipment Number: 
Building Code-Equipment Code-Unit Number. Font: Arial 40 
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SAMPLE OF PACKAGED CONTROLLER CABINET LABELS 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 

 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 

Lamacoid label size: 6.5” Width, 4” Height 
Black background/white letter/regular  

Equipment  
Description 
Font: Arial 40 

SFU Equipment Number: 
Building Code-Equipment Code-Unit Number. Font: Arial 60 

Electrical Supply 
from MCC or Panel 
Drawing Tag + SFU 
ID Number 
Font: Arial 30 

Electrical Supply 
Location: 
Building Code- 
Room Number. 
Font: Arial 30 

*Lamacoids for related equipment to be placed on equipment themselves 
AND on outside of the cabinet, each referencing the cabinet as Elec Supply.* 
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SAMPLE OF 24/7 CRITICAL EQUIPMENT NOTICE LABEL 
 
 
 

 
 

5”X3” 
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SAMPLE OF FIRE DAMPER TAG 

 

               
                        SD 
                   F/S 

 
 

SAMPLE OF SMOKE DAMPER TAG 
 

SAMPLE OF FIRE/SMOKE DAMPER TAG 
 
 
 
 
 
 

SAMPLE OF FIRE EXTINGUISHER 
TAG 

 

 
 
 
 
 
 
 

 

Building Number 
 

Floor  
 

Unit Number 
 

Building Number 
 

Floor  
 

Unit Number 
 


